Standard Precast Light Post Base

Projection by Engineer

Conduit 18–24" Below Grade

1" x 1" Chamfer

3/8" Rebar Hoops @ 2" Horizontal Spacing or as Required by Engineer

3/4" Rebar (6 Vertical) or as Required by Engineer

Anchor Bolts—Size and Spacing by Engineer

3/8" Rebar Hoops @ 12" Horizontal Spacing or as Required by Engineer

Gray PVC Conduit—Size and Quantity by Engineer

Female Threaded Coupling

1" Chamfer

Anchor Bolts

3/4" Rebar

3/8" Rebar Hoop (20" Diameter)

Conduit Stubs (4 Max)

2" Clearance—typ.

24"